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operation is remote. As the project site is relatively flat with no open faces or slopes 
near the site, there is low potential for landslides. A project-specific geotechnical 
engineering report, along with the final project design, would be required to 
address, as needed, any potential issues arising from expansive soils, liquefaction, 
unstable geologic or soil units that could result from construction of this project. 
With implementation of applicable design criteria per the California Building 
Standards Code, as well as the incorporation of the anticipated project-specific 
mitigation recommendations in the final geotechnical engineering report, seismic 
hazards would be minimized, to the extent feasible with conformance to the 
applicable seismic design criteria of the California Building Standards Code located 
on expansive soil such that it would create substantial direct or indirect risks to life 
or property, and therefore impacts would be less than significant. Earth moving 
during project construction has the potential to disturb paleontological resources. 
Staff proposes GEO-1, to train construction personnel and guide recovery and 
processing of any significant paleontological finds. Staff concludes that with 
implementation of GEO-1, impacts to unique paleontological resources would be 
reduced be to a less than significant level. 

 Greenhouse Gas Emissions. The greenhouse gas (GHG) emissions from the 
facility’s stationary sources would have average annual GHG emissions that would 
exceed the 10,000 MTCO2e/yr BAAQMD significance threshold for GHG emissions 
from stationary sources. This represents a potentially significant impact that requires 
mitigation. Staff recommends mitigation measure GHG-1 to require the SJDC 
project stationary sources to use renewable fuels to ensure that operation of the 
generators would not hinder California’s efforts to achieve 2030 or 2045 GHG 
reduction goals and to bring the facility’s stationary source emissions below the 
BAAQMD significance threshold. With this measure, the project’s GHG emissions 
from stationary sources would not have a significant direct or indirect impact on the 
environment.  

The City of San Jose’s GHG Reduction Strategy is a Qualified Climate Action Plan 
under CEQA. This project would comply with the requirements of that plan with 
implementation of GHG-2, which would require the applicant to participate in San 
Jose Clean Energy at the Total Green level. Participating at the Total Green level 
would allow the project to comply with the renewable energy development 
component of the City’s 2030 GHGRS. Therefore, staff proposes GHG-2 to require 
the project owner to participate in San Jose Clean Energy at the Total Green level, 
or negotiate an electricity contract with San Jose Clean Energy that accomplishes 
the same goals as the Total Green level, to ensure compliance with the City’s 2030 
Greenhouse Gas Emissions Reduction Strategy. 

Pursuant to California Code of Regulations, title 14, section 15183.5, the CEC may 
rely on that compliance in its analysis of GHG emissions impacts. Accordingly, staff 
concludes with implementation of GHG-2, the project’s GHG emissions would not 
have a significant direct or indirect impact on the environment. With implementation 
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of the efficiency measures to be incorporated into the project, and GHG-2, GHG 
emissions related to the project would not conflict with the City’s GHG Reduction 
Strategy or other plans, policies, or regulations adopted for the purpose of reducing 
the emissions of GHGs. Because the project would be consistent with applicable 
plans and policies adopted to reduce GHG emissions and would comply with all 
regulations or requirements adopted to implement a statewide, regional, or local 
plan for the reduction or mitigation of GHG emissions, the potential for the project 
to conflict with an applicable plan, policy or regulation for GHG reductions would be 
less than significant. With implementation of GHG-2, impacts related to GHG 
emissions would be reduced to less than significant.  

 Hazards and Hazardous Materials. During the construction phase of the project, 
the only hazardous materials used would be paints, cleaners, solvents, gasoline, 
motor oil, welding gases, and lubricants. When not in use, any hazardous material 
would be stored in designated construction staging areas in compliance with local, 
state, and federal requirements. Any impacts resulting from spills or other accidental 
releases of these materials would be limited to the site due to the small quantities 
involved and their infrequent use. The transportation of the diesel fuel to the site 
would take a few tanker truck trips for the initial fill and during operation, one fuel 
truck delivery would occur every three months. Diesel fuel has a long history of 
being routinely transported and used as a common motor fuel. The risk to the off-
site public or environment through the routine transport, use or disposal of 
hazardous materials would have a less than significant impact. 

Hazardous materials would be stored, handled, and used in accordance with 
applicable regulations. Personnel would be required to follow instructions on health 
and safety precautions and procedures to follow in the event of a release of 
hazardous materials. All equipment and materials storage would be routinely 
inspected for leaks. Records would be maintained for documenting compliance with 
the storage and handling of hazardous materials. In addition, there would be 
engineering controls for the diesel and natural gas hazardous materials such as a 
double walled tank for the diesel fuel and leak detection and shut off valves for the 
natural gas that would mitigate the risk of a spill or release. The risk to the off-site 
public or environment through reasonably foreseeable upset and accident conditions 
involving the release of hazardous materials would have a less than significant 
impact. 

Ground disturbing activities associated with the removal of underground utilities, 
and construction of the project would have the potential to encounter the identified 
contaminated soil. Staff proposes mitigation measures requiring the preparation of a 
Site Management Plan to establish proper procedures to be taken when 
contaminated soil is found and how to dispose of the contaminated soil properly 
(HAZ-1) and a Health and safety Plan to establish provisions for personal protection 
and procedures if contaminated soil is encountered (HAZ-2). Staff concludes that 
with implementation of HAZ-1 and HAZ-2, impacts to the public or the 
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environment due to contaminated soils, would be reduced to a less than significant 
level.  

 Noise. While the City Municipal Code does not specify a threshold for construction 
noise level increases to be considered an impact, staff considers an increase of 10 
dBA or more during the day to be an impact because it can trigger a community 
reaction and therefore warrants additional measures to address. Staff found that 
construction activities could elevate noise levels at businesses nearest the project 
site by 10 dBA or more. With implementation of staff’s proposed NOI-1 requiring a 
complaint and redress process be implemented, the project’s construction noise 
impact would be less than significant. 

Staff calculated the projected operational noise levels at the nearby commercial 
building and residences and concluded that the increases in noise levels at those 
receptors due to project operation would be no more than 3 dBA. Staff also found 
that the projected noise levels both at the closest businesses and residences would 
be within the respective noise levels specified by the City Code for those uses, 
therefore, there would be no significant noise impact due to project operation.  

Sources of groundborne vibration associated with project operation would include 
the backup generators and rooftop equipment. These pieces of equipment would 
be well-balanced, as they are designed to produce very low vibration levels 
throughout the life of a project. In most cases, even when there is an imbalance, 
they could contribute to ground vibration levels only in the vicinity of the equipment 
and would be dampened within a short distance. Furthermore, the backup 
generators would be equipped with specifications that ensure sufficient exhaust 
silencing to reduce vibration. Therefore, vibration impacts due to project operation 
would be less than significant. 

The project site is not in the vicinity of a private airport and it would not place 
sensitive land uses within an airport noise contour (the site is 13.4 miles from the 
Norman Y. Mineta San Jose International Airport). Thus, the project would not 
combine with the airport to expose people to excessive noise levels. 

 Transportation. Project construction would not significantly obstruct any transit, 
roadway, bicycle, or pedestrian facilities in the area. Construction activities would 
occur mostly onsite and not in the public right-of-way, with the exceptions of a Class 
I Bikeway Trail extension connecting the existing trail Coyote Creek segment to the 
new Nortech Parkway extension; interconnection to water and transmission lines 
west of the project site; two independent natural gas pipelines (approximately 75 
feet in length) at the southern border of the project; and several roadway 
improvements along Zanker Road. In addition, Nortech Parkway extension would be 
constructed east of Zanker Road to provide direct access to the site. Project 
construction would not otherwise temporarily or permanently alter any public 
roadways or intersections. Project operation would occur on-site. 
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The project would not result in hazards to aircraft from either a geometric design 
feature, such as structure height, or incompatible uses, including land uses or 
thermal plumes. The project would not increase any other hazards. Emergency 
vehicle access would be provided by two driveways, one at the northern boundary 
of the site and the other at the southern boundary of the site. The project would not 
physically block any access roads or result in traffic congestion that could 
significantly compromise timely access to this facility or other facilities located within 
the project vicinity during construction and operation.  

Project-generated vehicle miles traveled (VMT) per employee would exceed the 
City’s industrial threshold of 14.37 VMT per employee. Staff proposes TRA-1, which 
requires the project owner to implement multi-modal infrastructure improvements, a 
parking reduction measure, and Transportation Demand Management (TDM) 
measures, to reduce the project VMT to a less than significant level. Staff concludes 
that with implementation of TRA-1 to lower project generated VMT to a level below 
the city’s industrial VMT threshold, impacts to VMT would be reduced to a less than 
significant level. 

The DEIR evaluates the potential for the proposed project to result in growth inducing 
effects and associated secondary environmental impacts. This DEIR also considers 
whether the proposed project would result in a cumulatively considerable contribution 
to existing significant cumulative environmental effects when combined with other past, 
present, and reasonably foreseeable future projects. 

The DEIR concludes that all potential impacts from the project would be less than 
significant with implementation of identified mitigation measures. 

PUBLIC REVIEW PROCESS 

The purpose of this Notice, consistent with Sections 15086 and 15087 of the State 
CEQA Guidelines, is to consult with and request comments from responsible agencies, 
organizations, and interested parties regarding the environmental analyses presented in 
the DEIR. The DEIR is being circulated for review and comment by appropriate 
agencies, as well as organizations and individuals who have requested notification. In 
accordance with Section 15205(d) of the State CEQA Guidelines, the CEC has scheduled 
a 45-day public review period for the DEIR, ending on February 7, 2022.  

Extended by Executive Order (EO) N-80-20 until the State of Emergency due to the 
COVID-19 pandemic is terminated, certain CEQA noticing requirements (e.g., the 
requirement to publicly post and file materials concerning the project with the county 
clerk) have been suspended as authorized by Governor Newsom’s previous EO N-54-20. 
Therefore, access to the Draft EIR and other project information/reports will be 
available electronically through the CEC’s project docket website at: 
https://efiling.energy.ca.gov/Lists/DocketLog.aspx?docketnumber=19-SPPE-04 and at 
the State Clearinghouse through the CEQANet Database at: 
https://ceqanet.opr.ca.gov/.  
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Consistent with subparagraphs (a) through (c) of Paragraph 8 of EO N-54-20, this 
Notice of Availability of a Draft Environmental Impact Report has also been mailed to 
nearby property owners, responsible and trustee agencies, and the county clerk, and 
sent to the California State Clearinghouse. Persons who cannot access the materials 
through the link above are encouraged to email the CEC at: lisa.worrall@energy.ca.gov 
with a subject line “San Jose Data Center”, or call 916-661-8367 to arrange for 
alternative means of access to project materials. 

The DEIR is available for review on the project’s docket page, at: 
https://efiling.energy.ca.gov/Lists/DocketLog.aspx?docketnumber=19-SPPE-04. 

Written comments on the DEIR may be submitted to the project’s docket submittal 
page, at: https://efiling.energy.ca.gov/Ecomment/Ecomment.aspx?docketnumber=19-
SPPE-04. Alternatively, comments may be submitted to: lisa.worrall@energy.ca.gov. 


